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CATEGORY: lonization Smoke Detector
LISTEE: Apollo Fire Detectors, 1749 E. Highwood, Pontiac Ml 48340

Contact: Robert Skaggs (810) 332-3900

DESIGN: Model 55000-550 ionization type smoke detector with Model 45681-210 mounting base.
Refer to listee's data sheet for additional detailed product description and operational
considerations.

RATING: Electrical: 17 - 28 VDC

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes and ordinances
and in a manner acceptable to the authority having jurisdiction.

MARKING: Listee's name, model number, electrical rating and UL label.

APPROVAL.: Listed as a ionization smoke detector and mounting base for use with separately listed
compatible fire alarm control units.
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